
. 
COMMONWEALTH OF KENTUCKY 

BEFORE THE PUBLIC SERVICE COMMISSION 

In the Matter of: 

THE APPLICATION OF THE PINEVILLE HOUSINQ 
AUTHORITY TO DEVIATE FROM COMMISSION 
REQULATION 807 KAR 5 : 0 2 2 ,  SECTION 9, 
SUBSECTION 17(A) (1) 

1 
CASE NO 

) 94-294 
) 

ORDER 

On September 20, 1993, the Pineville Housing Authority 

("PHA") , Pineville, Kentucky, filed a letter with the Commission 
requesting that it not be required to install curb atop valves on 

4 0  service lines within the Housing Authority complex. PHA's 

letter is attached as Appendix A. The Commission will treat this 

letter as an application requesting authority to deviate from the 

provisions of Commission Regulation 807 KAR 5 : 0 2 2 ,  Section 

9(17) (a) (1). 

Commission Staff inspected the gas piping system of the PHA, 

specifically PHA's claim that any curb stop valves it would be 

required to install to be in compliance with 807 KAR 5 : 0 2 2 ,  Section 

9(17) (a) (l), would be in such close proximity to the existing 

cut-off valves (approximately 8 to 9 feet) that they would not 

afford an appreciable amount of added safety. There are presently 

available cut-off valves in the main line for isolating various 

areas of the housing project as well as a cut-off valve at the 

master meter. A staff report dated September 13, 1993 reflecting 

these findings is attached as Appendix B. 



. 
Having reviewed tho evidence of record and being otherwise 

sufficiently advised, the Commission finda that the existing 

cut-off valves located at the meters in close proximity to the 

maine provide a means for shutting off the flow of natural gas in 

the event of a fire or explosion. 

IT IS THEREFORE ORDERED that the PHA is granted a deviation 

from Commission Regulation 807 KAR 5 : 0 2 2 ,  Section 9(17) (a) (11, 

requiring the installation of curb stop valves on the service lines 

in the PHA complex. 

Done at Frankfort, Kentucky, this 10th doy of August, 1994. 

PUBLIC SERVICE COMMISSIO P 

KBU.t2& 
Commidaioner 

ATTEST : 

-2lyky Execut ve D rector 



APPENDIX A 

APPENDIX TO AN ORDCR OF THE KENTUCKY P U B L I C  SERVICE 
COMMISSI3N I N  CASE N O .  9 4 - 2 9 4  DATED AUUUS'I' 10, 1 Y Y O .  

PINEVILLE HOUSlNG AUTHORlTY 
ulu*uyLAM(uI 

RlcnAmrUcl PINNILLI. XINlUCKY 4 m  
mu- VOUNDAWlN CWIRLLUI. 

W O W n " U . n u r  mo mss4NUo ( ) t u I I ) # I v P c W  yy#o ONLW RIFW ummn 
FAX (606) 337-1491 

September 20, 1993 

E. Scott Smith, Manaqer 
Gas Pipeline Safety Branch 
Public Service Commisaion 
730 Schenkel Lane 
Frankfort, Kentucky 40602-0730 

F.: eo7 K M I  510x1 sec. g(i7) (A) ( 1 1 ,  

Dear M r .  Smith: 
In reference to above mentioned requlation reqarding the in- 
stallation of curb atop valve. and in reaponae to Mr. Alder- 
man's partial inspection of  September 2 ,  1993, please conaider 
the following: 

The Pineville Housing Authority ha8 40 unit. located in the 
NOwtOWn section of Pineville, commonly referred to an the 
Northsid. Drive Apartments. 

The gas piping aymtem in primarily at the rear o f  the building8 
and is fairly clone to the exterior walls, an clone an eight or 
nine feet. 

There are cut-off valve. at the metera of each apartment no i f  

clone proximity of  each other. If a f i r e  or other diaaater 
would occur, it appears that poaaibly neither valvm would be of 
any value or acceasibile f o r  cut-off. 

We ara vory cognizant o f  the need for maximum aafety for our 
residents and feel that with 24 hour, 7 day per week accoas to 
the apartments, cut-off valves in the main line t o  isolate dif- 
ferent area8 of the project, that we are an aafe an poaaibile. 

We do not believe that the addition of the curb stop valves 
would provide any additional safety advantages to our eeaidenta. 

Our main lines are coated, welded ateel with depth. of 3 to 5 
feat. ?tin cost of installing the 40 curb stop. would be an ex- 
treme financial burden on the housing authority. 
We are respectfully requesting a variance From inatalling the 
curb atop valves f o r  reasons atated. If the cornmianion would 
grant this variance, Delta Natural Can ha# aqreed to further 
diacuas and consider acquiring our gas ayatem. 
Your conaiderations and expeditious handling o f  thin matter 
will be greatly appriciated. 

Sincerely, 

curb stops are installed, the cut-off valve. Would be in very 

4 G  6 ,,& 

~ O L A N D A  GREEN 
Executive Director 



APPENDIX B 

APPENDIX TO AN ORDER OF TllE KENTUCKY PUBLIC SERVICE 
COMMISSION IN CASE NO. 94-294 DATED AUGUST 10, 1 9 9 4 .  

COMMONWEALTH OF KENTUCKY 
PUBLIC SERVICE COMMISSION 

PARTIAL INSPECTION REPORT 

Plneville Housing Authority 
Pineville, Kentucky 

Septomber 13, 1993 

BRIEF 

On Septomber 2, 1993, a partial inspection of the Pineville 

Housing Authority (Pineville HA) was conducted. 

INSPECTION 

The purpose of thio inspection was to determine if the 

Pineville HA had curb stop valves on the system! to determine the 

distance from the mains to the meter risers; and to confirm the 

existence of cut-off valves in the main lines for the purpose of 

isolating areas of the project. No curb valves were found. The 

distance from mains to risers I!, approximately 6-10 feet, and cut- 

off valves are located in the mains. 

FINDING 

The following deficiency waa found: 

1. No positive shut-off for each service line a8 required by 

807 KAR 5:022, Section 9(17)(a)(l). 

RECOMMENDATION 

It is recommended that the Pineville HA: 

1. Install curb stop valve8 for each service llnc in the 

housing complex or seek a deviation from this Commission 

for requirement thereof, 

It is further recommended that a copy of this report  be sent 

to the Pineville HA directing that it respond by October 8, 1993 



Report - Plnevllla Houalng Authorlty 
Paaa 2 
Septeniber 13, 1093 

with a ochadula of compllanco to the doflclonc~os citod for 

Commloalon approval. 

Reapectfully eubmitted, 

EHA/mll 

ad IALkLL 
Earl H. Alderman, Jr. 
Utility Investigator 

.JJ' 


